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D.ipg FLIR AX5 50803
Misurazioni
El Max  37,9°C
‘ Average 255°C
EI2 ‘ Max | 27,8°C
‘ Average 26,7 °d
EI3 ‘ Max  31,7°C
Average 27,3°C
El4 © Max302°C
 Average | 27,4 °C
El5 ‘Max | 27,5°C
‘ Average 24,9 °C
El6 ' Max | 26,5°C
' Average 255 °C ‘
El7 ' Max | 28,7 °C
' Average 22,5°C
El8 Max  332°C
Average 21,7 °C -
sp1 26,0 °C B
Sp2 26,0 °C
Sp3 26,4 °C
Sp4 26.2°C ' r1. - Via del Guerino, 5/A - 24123 Bergamo |
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Sp5 ‘ 248°C pitale Sociale €50000 i.v. - REA:429483 Registro Imprese di
Sp6 24,7 °C

Sp7 22,6 °C



